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In Reference to all: Materials / Products / lllustrations / Pictures
of this Presentation

‘DO NOT ASS -
FIREBLOCKING AND DO NOT ASSUME:’

DRAFTSTOPPING

ell thornburg

INSTRUCTOR: p '\‘ _ REFERENCES

Russell Thornburg = / EB4—2016: Standard Test Method for Surface Burming Characterstcs of Building Materils
Milano, TX 76556
507.413.2027

RI03.14.3, R802.1.5, M1601.3, M101.5.2, P28016

E814—2013A: Standard Test Method for Fire Tests of Penetration Firestop Systems
R302.4.1.2
Building Contractor - 1984 to present
Building Inspector Technician - 1997 - 2 years E136—2016: Test Method for Behavior of Materials in a Vertical Tube Furnace at 750°;C
Field Inspector — 1997 - 2020
Residential Plans Examiner — 1997 — to present R202. R302.11
Code Development Committee — started 2001
Instructor — 1998 - present
Code Consultant — 2005 to present
Program Manager - Short Stint

E119—2016: Test Methods for Fire Tests of Building Construction and Materials.

Table R302 1{1), Table R302.1(2]
R606.22



mailto:russell.thornburg1@gmail.com
http://www.thornburgcodeservices.com/
../../../Topics/Fire Seperation/ASTM 136 & 814.docx
Firestopping Systems Ratings.docx
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https://codes.iccsafe.org/lookup/IRC2021P1_Pt03_Ch05_SecR503.2/1722
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DRAFTSTOPPING IN FLOOR
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Additional dead load required on truss spec/s
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ICC-ES Evaluation Report
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IRC section R302.11
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5 IRC section R302.11

FIREBLOCKING

IRC section R302.11, R602.8, R1001.12 R302.11.1.2
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floor-
ceiling assemblies, roof-ceiling
assemblies,

/

index not to
exceed 25 and a smoke-developed
index not fo exceed 450 where testgd/in,
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FIRE PROTECTI R302.1

. Exterior Walls
Exceptions:

e resistance rating s ot required for 1001 save prorectons
‘when frablocking = nstaled.
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Concealed Space

Dweliing with automatic fire sprinkler system and gable end facing lot line
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FIRE STOPPED '
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CONCEALED SPACES &
DRAFTSTOPPING

FIREBLOCKING (OFFSET)
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CONCEALED SPACES
DRAFTSTOPPING .

FIREWALLS
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